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NOTE: Dimmer or Realy cabinet can be in the middle of a daisy chain 
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Drain/Shield - Insulated & tied together
(Ground at one point only - probably an end)
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Phoenix/Luma-Net® Connector
Install termination
jumper if last station on
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Luma-Net® Wire Connections for runs
longer than 1,000 ft.
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LIMITED 2 YEAR WARRANTY AND EXCLUSIONS

TESTING THE WIRING:

STATION ADDRESSING – GENERAL:

ASSIGNIING THE STATION:
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INSTALLATION:
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Net ID
(Line indicates the silkscreen under the dipswitch)
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Std. 3-1/2" back box

Remove the center tab
from top and bottom prior
to installation of Snap-on plate

Snap-on plate

Drain/Shield - Insulated & tied together
(Ground at one point only - probably an end)

Phoenix/Luma-Net® Connector
Install termination
jumper if last station on

Wiring for runs shorter than 1,000 ft.
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Termination Jumper Locations

Terminate Luma-Net®

Ground Shield

3" x 3" back box Mounting configuration
for Cat. Nos. ZMDSW-S1W,
-S2W, -S3W, -S4W, -S5W

Snap-on plate

Use 35mm or preferred
47mm deep 2-tab back box

FIG. 1

FIG. 2
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